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GENERAL NOTES:

A.  REFER TO DIVISION 8 SPECIFICATIONS AND DOOR HARDWARE SCHEDULE
FOR DETAILED  INFORMATION ON ELECTRIFIED DOOR HARDWARE.
COORDINATE ALL ACCESS CONTROL SYSTEM CONNECTIONS WITH DOOR
HARDWARE CONTRACTOR.

B. SEE SHEET E007 FOR ROOF PLAN.

C. WHERE (2) NURSE CALL PUSH BUTTION DEVICES ARE SHOWN "STACKED"
MOUNT ONE DEVICE AT 18" AND ONE DEVICE AT 48" ALIGNED VERTICALLY.

D. COMM. LOCATIONS WITH '0' CABLES INDICATE ROUGH#IN LOCATION ONLY,
TYP.  ROUGH#IN BY DIV. 26 INCLUDES BLANK COVERPLATE.

E. LOW VOLTAGE WIRING IN THE SECURED AREA SHALL BE BUNDLED TOGETHER
IN TRUNKS AND SUPPORTED VIA J#HOOKS AS PER SPECIFICATIONS.  THE
BUNDLED CABLING TRUNKS SHALL BE LOCATED IN THE CORRIDORS AND
BRANCH OFF TO INDIVIDUAL DEVICES AS REQUIRED TO MAINTAIN A NEAT AND
ORDERLY INSTALLATION.

KEY NOTES:

1 (2)#4" CONDUITS FOR COMMUNICATIONS AND SECURITY CABLING.  CONDUIT BY DIV.
26.  EXTEND CONDUIT FROM CABLE TRAY NEAR SECURIY DESK ROOM #102
PULLBOX IN LINK CONCOURSE #100.

EXTERIOR STROBE FOR FIRE DEPARTMENT CONNECTION, COORDINATE EXACT
LOCATION WITH FIRE PROTECTION (SPRINKLER) CONTRACTOR.  LOCATE STROBE
DIRECTLY ABOVE CONNECTION VALVE.

REFER TO ELECTRICAL POWER PLAN FOR 120V POWER CONNECTION FOR
HARDWARE POWER SUPPLIES. POWER SUPPLIES BY DIV. 08. REFER TO DOOR
HARDWARE SCHEDULE AND SPECIFICATION IN DIV. 08 FOR ALL DETAILS ON DOOR
HARDWARE.

CARD READER WITH INTEGRAL KEYPAD.

MOUNT COMMUNICATIONS OUTLET INSIDE LOCKABLE CABINET WITH CPU,
COORDINATE WITH CASEWORK CONTRACTOR.

TELEVISION OUTLET MOUNTED IN BASE CABINET BELOW TV CABINET, SEE DETAIL 4
/ AS920. SEE DETAILS 14/E016 AND 15/E016 FOR REMOTE VOLUME CONTROL AND TV
SPEAKER CONNECTIONS.

FIRE ALARM CONTROL MODULE TO DISABLE POWER OPERATOR AND RELEASE
LATCH BOLTS TO INSURE FIRE RATING OF DOORS.

FIRE ALARM CONTROL MODULE TO DISABLE DELAYED#EGRESS DOOR FUNCTION TO
ALLOW IMMEDIATE EGRESS UPON ALARM.

FIRE#RATED PATHWAYS FOR COMMUNICATIONS CABLING FOR PENETRATION OF
FIRE#RATED WALLS, SEE DETAIL 4/E014.

2

3

4

5

6

7

8

KEY NOTES:

PULLBOX LOCATED ABOVE ACCESSIBLE CEILING.  SIZE AS REQUIRED FOR
COMMUNICATIONS AND SECURITY CONDUITS.  ROUTE (2)4" CONDUITS FOR
COMMUNICATIONS AND SECURITY CABLING VERTICALLY IN NEW LINK WALL TO
PULLBOX LOCATED IN CRAWL SPACE BELOW BUILDING.  SEE SHEET E009B.

FIRE SMOKE DAMPER PROVIDED WITH INTEGRAL DUCT SMOKE DETECTOR.
CONNECT MONITOR MODULE TO FIRE ALARM SYSTEM, MODULE SHALL MONITOR
STATUS OF INTEGRAL DETECTOR.

MEDS INTERCOM SYSTEM, AIPHONE OR EQUAL COMPONENTS: LEM#1 MASTER
STATION, LE#SS#1G SUBSTATION, AND SKK#620B POWER SUPPLY.  INCLUDE ALL
WIRING AND RACEWAY FOR A COMPLETE AND OPERATIONAL SYSTEM.

RECIEVING INTERCOM SYSTEM, PACKAGED SYSTEM AIPHONE JKS#1ADF OR EQUAL.
INCLUDES: JK#1MD MASTER STATION, JK#DVF SUBSTATION, AND PS#1820UL POWER
SUPPLY.    INCLUDE ALL RACEWAY WIRING AND RACEWAY FOR A COMPLETE AND
OPERATIONAL SYSTEM.

STAFF DURESS MASTER STATION.

STAFF DURESS RECEIVER.

EQUIPMENT AND DEVICES LOCATED WEST OF DASHED LINE IS WITHIN SECURED
AREA AND SHALL BE VANDAL RESISTANT.  INSTALLATION TO INCLUDE THE USE OF
VANDAL RESISTANT SCREWS IN PLATES AND COVERS.

10

11

12

13

14

15

16

9

KEY NOTES:

PULLBOX LOCATED ABOVE ACCESSIBLE CEILING.  SIZE AS REQUIRED FOR FIRE
ALARM CONDUIT.  ROUTE (1)2" CONDUIT FOR FIRE ALARM CABLING VERTICALLY IN
NEW LINK WALL TO PULLBOX LOCATED IN CRAWL SPACE BELOW BUILDING.  SEE
SHEET E009B.

(1) 2" CONDUIT FOR FIRE ALARM.  CONDUIT BY DIV. 26.  EXTEND CONDUIT FROM
CABLE TRAY NEAR SECURIY DESK ROOM #102 PULLBOX IN LINK CONCOURSE #
100.

COORDINATE INSTALLATION OF DEVICES WITH CASEWORK WITHIN NURSE
STATION AREA.

PROVIDE CONDUIT IN THE FLOOR TO FEED THIS RECEPTACLE.

CABLE TRAY LOCATED OUTSIDE TR ROOM BY DIV. 26.
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I hereby certify that this plan, specification or report was prepared by

me or under my direct supervision and that I am a duly licensed

Engineer under the laws of the State of Minnesota.

Date

Registration No.

SignatureY
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